CITY OF TUALATIN
h RESIDENTIAL WATER SERVICE REPIPE REQUIREMENTS

GENERAL CODE REQUIREMENTS

City of Tualatin 1. PROVIDE APPROVED SHUT OFF AT THE BACKSIDE OF METER (2021 OPSC 606.2)
2. BLUE TRACER WIRE MUST BE 14 GAUGE (2021 OPSC 604.10.1)

3. DO NOT COVER WORK UNTIL APPROVED. (2021 OPSC 105.1)

o

CITY REQUIREMENTS
1. PLUMBERS WILL COORDINATE EQUIPMENT DROP OFF WITH THE WATER DIVISION AT LEAST
24 HOURS IN ADVANCE. BE PREPARED WITH SITE ADDRESS AND TIME FRAME.
CONTACT ALAN COX (971-271-0329) OR TERRANCE LEAHY (503-691-3095)
2. PLUMBERS WILL INSTALL THE PIPING, BOX AND SHUT OFF USING THE CITY STANDARD BELOW.
3. PLUMBERS WILL A SCHEDULE FINAL INSPECTION ONLINE OR LEAVE MESSAGE AT 503-691-3040.

CITY WILL PROVIDE APPROVED
METER BOX AND LID.

USE MUELLER B-24265N WITH HANDLE
ATTACHED OR EQUIVILENT.
CITY WILL PROVIDE IF REQUESTED.
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24" MIN.

DO NOT DAMAGE, TWIST OR APPROVED PIPE

PLACE CITY SUPPLY LINE, SIZE AND
METER OR VALVE UNDER MATERIAL TYPE
TENSION. y
3/4°-0

CRUSHED DRAIN
ROCK 12" DEEP

TO BUILDING: LAY PIPE
AT RIGHT AMGLE TO
RIGHT-0OF-WAY LINE




